——
—— En ter Entergy Operations, Inc.
® 1448 S.R. 333

Russellville, AR 72802

Timothy L. Arnold

Manager, Regulatory Assurance
Arkansas Nuclear One

Tel 479-858-7826

10 CFR 50.73
1CAN081903

August 26, 2019

ATTN: Document Control Desk
U. S. Nuclear Regulatory Commission
Washington, DC 20555-0001

Subject: Licensee Event Report 50-313/2018-004-01
Reactor Trip Due to the Loss of a Non-Vital 4160 Volt Bus
Arkansas Nuclear One — Unit 1
NRC Docket No. 50-313
Renewed Facility Operating License No. DPR-51
Reference:  Entergy letter dated February 18, 2019, Licensee Event Report 50-313/2018-

004-00, "Reactor Trip Due to the Loss of a Non-Vital 4160 Volt Bus"
(1CAN021902/ML19049A011)

Pursuant to the reporting requirements of 10 CFR 50.73, attached is a supplement to Licensee
Event Report 50-313/2018-004-00 (Reference) concerning the automatic reactor trip due to the
loss of a non-vital 4160 volt bus at Arkansas Nuclear One, Unit 1. This supplement is being
sent to update the results of the causal evaluation.

This letter contains no new regulatory commitments.

Should you have any questions concerning this issue, please contact Tim Arnold, Manager,
Regulatory Assurance, at 479-858-7826.

Sincerely,

ORIGINAL SIGNED BY TIMOTHY L. ARNOLD

TLA/dkb

Attachment: Licensee Event Report 50-313/2018-004-01
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CcC:

Mr. Scott A. Morris

Regional Administrator

U. S. Nuclear Regulatory Commission
Region IV

1600 East Lamar Boulevard
Arlington, TX 76011-4511

NRC Senior Resident Inspector
Arkansas Nuclear One

P. O. Box 310

London, AR 72847

Institute of Nuclear Power Operations
700 Galleria Parkway

Atlanta, GA 30339-5957
LEREvents@inpo.org
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